<table>
<thead>
<tr>
<th>Title</th>
<th>Page</th>
</tr>
</thead>
<tbody>
<tr>
<td>20 CSR 2030-21.010 Design of Fire Suppression Systems</td>
<td>3</td>
</tr>
</tbody>
</table>
20 CSR 2030-21.010 Design of Fire Suppression Systems

PURPOSE: This rule requires the design of fire suppression systems to be designed, prepared, and sealed by a professional engineer.

(1) Pursuant to section 327.181, RSMo the design of fire suppression systems is engineering and therefore the plans for those systems must be designed, prepared, and sealed by a professional engineer. This can be accomplished two (2) ways:

   (A) The design engineer seals the construction documents that specify the design and criteria for the fire suppression system, including sprinklers, fire alarms, and other suppression systems. The layout and sizing of these systems, done by a Level III Technician certified by the National Institute for Certification in Engineering Technologies (NICET) or a professional engineer, can be submitted as a shop drawing. These shop drawings may be sealed by a professional engineer. The design engineer must review and approve the shop drawings for compliance with the design and specifications shown on the construction documents; and

   (B) If there is no design engineer for the fire suppression system, then the shop drawings for the sprinklers, fire alarms, and other suppression systems must be designed and prepared under the immediate personal supervision of a professional engineer. These shop drawings must be sealed by the professional engineer who prepared them.

(2) Nothing in this section shall prohibit the design engineer, at his/her discretion, to specify and require the shop drawings to be designed, prepared, and sealed, by a professional engineer.
